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occupant load of the entire structure when the structure is a new structure, or (2) the
calculated occupant load of the square footage added to an existing structure.

1. Exceptions: 1. Group E day care facilities; 2. Group E occupancies accessory to
places of religious worship; 3. Building meeting the requirements for shelter design
in ICC 500.



8-1-7 Applicability. It is the intent of the City of Muscatine that the International Building
Code and its companion Codes as adopted elsewhere in the City Code shall be the prevailing
construction and occupancy controls within the City unless otherwise mandated by State law.
It shall be the responsibility of the Building Official to make a final decision as to the
applicability of any other codes or ordinances adopted by the City which may present a
conflict with the intent of other regulations contained herein.

8-1-8 Violation. It shall be unlawful for any person, firm or corporation to erect, construct,
enlarge, alter, repair, move, improve, remove, convert or demolish, equip, use, occupy or
maintain any building or structure or cause or permit the same to be done in violation of this
Code.
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judgment, or liability of any kind whatsoever which the City may suffer or which may occur
against, be charged to, or recovered from the City or any of its employees by reason of or
arising out of any such demolition operation.



8-2-6 Drawings for Certain Buildings. When requested by the Building Official, the owner
or his agent shall submit a drawing indicating fences, barricades, aprons, canopies, lighting,
and other safeguards to be used in connection with the wrecking program. These safeguards
shall be approved by the Building Official before a permit is issued and the safeguards shall be
erected in strict compliance therewith.

8-2-7 Aprons, Canopies, Streets, and Sidewalks. The wrecker owner, his agent or
contractor, shall construct aprons, canopies, fences, barricades, and other safeguards in

conformance with all Federal, State, and local standards, rules, and regulations. Streets and
sidewalks shall not be blocked without the approval of the Building Official. All damage to
public property as a result of the demolition must be repaired, including damage to sidewalks,
curbs, streets, etc.

8-2-8 Time. Each and every requirement mentioned or described in this Chapter shall be
performed by the owner, his agent or his contractor, within the time set by the Building
Official, unless otherwise prescribed herein.

8-2-9 Adjacent Frontage Consents. If the written consent of and a waiver of claims for
damage against the City by the owners of properties adjoining the site of the proposed
demolition of any building is first obtained and filed with the Building Official, the permission
to occupy the roadway and the sidewalk may be extended beyond the limits of such building
front of the property for which the consent of the owner thereof has been secured upon the
same terms and conditions as those fixed for the occupation of sidewalks and roadways in
front of the building site.

8-2-10 Party Walls. Before a permit is issued for the wrecking of a structure that has one or
more party walls in common with one or more buildings, there shall be delivered to the
Building Official a certificate by a licensed architect or a licensed structural engineer to the
effect that the adjoining premises do not require anchorage, or, if such certificate indicates
that anchorage is necessary, the certificate shall be accompanied by a drawing signed and
sealed by such architect or engineer and subject to the approval of the Building Official
indicating adequate anchorage of floor and roof joists at not greater than ten foot (10%
intervals for each and every floor and roof resting on such party wall, and the adjoining
premises shall be anchored in compliance with such drawing. Owners of adjoining premises
shall be notified of said anchorage, as shown on such drawing.

8-2-11 Night Work. It shall be unlawful for any person to conduct the demolition of any
building between the hours of ten o'clock (10:00) P.M. and six o'clock (6:00) A.M., unless
otherwise approved in writing by the City of Muscatine

8-2-12 Exemption. The provisions of this Ordinance shall not apply to the demolition of
garages, out-buildings, or other accessory structures of a similar nature.

8-2-13 Burning. It is unlawful to demolish by burning without approval of the Fire chief and
in accordance with all applicable State and Local rules and policies.
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5. Where two or more meters are to be placed on one building for different electric
customers, they shall be grouped at a common place on the exterior portion of
the building. All multiple metering points shall be marked on the cover's
exterior as well as the interior meter base which identifies the building address
and respective apartment identifier with a permanent, wide tip, non-soluble
black ink.

6. Meters shall be placed on solid walls free from vibration and in a convenient and
accessible place for reading as specified by the utility company. They shall be
placed not over six foot six inches or less than four feet from the finish grade
with a minimum of three feet clear space in all directions of the meter.

C. Service Entrance Wiring and Requirements. All service entrance wiring and
requirements shall comply with the following regulations unless elsewhere allowed

in the adopted National Electrical Code and utility company, or a variation thereof is
approved by the Code Inspector due to the type of building occupancy or electrical
service requirements:

1. Only one service shall be permitted for any one building or structure, except as
elsewhere allowed in the adopted National Electrical Code.

2. A minimum of a three-wire, 100 ampere electric service shall be required for
any existing building or structure requiring electrical service, except as allowed
by the utility company. The service locations shall be designated by the utility
company.

3. Newly constructed and existing single residential dwellings receiving new
electric service following the passage of this Chapter shall conform to the
following requirements:

a. They shall be provided with a minimum of a 200 ampere service.

Exception: Each newly constructed multifamily and existing multifamily
residential unit(s) containing less than 1,000 square feet of habitable area
shall be provided with a minimum of a 100 ampere service per the National
Electric Code.

b. Mast type services shall be installed utilizing not less than 2" (inch)
galvanized rigid conduit and shall require a guy brace if the mast extends
more than four 4' (feet) above the adjacent roof.

c. Service from an underground system shall enter the structure above grade
on the exterior portion of the building and shall be sealed with a proper
compound to prevent the entrance of water.

d. Service panel switches shall not be installed over sinks, stationary tubs,
stoves, or near any plumbing appliances where the person operating same
could come in contact with a grounding device.

e. In no case shall more than twelve feet (12") of service wires be allowed on
the inside of any building, or structure without a disconnect being present.

f. Service of 200 amperes or less shall have a sequence of meter, main fused
disconnect switch or breaker, circuit fuses or breakers when the number of
disconnects is six (6) or less. Emergency systems may be connected to line
side of the main switch or breaker as provided by the National Electrical
Code. If the number of disconnects is greater than six (6) the main must be
ahead of the meters.



g. Where the electrical service entrance or electric panel is relocated more
than three feet on existing work, the provision of this Section shall apply as
if said relocation was new work. Extensions shall not be allowed on work
where wiring is not in conformance with the adopted National Electrical
Code. Old work shall be brought up to the standards set by the National
Electrical Code and by this Chapter.

D. Workmanship. In all electrical wiring work and installation of electrical apparatus
and equipment, special care and attention shall be given to the mechanical
execution of the work. Care shall be given to assure the neat and orderly running,
connecting, and taping of conductors, securing and attaching related fittings.

8-3-3 Plans and_Specifications. Whenever it shall be deemed necessary by the
Inspector, plans and specifications shall be required and shall show, in sufficient detail,
that all electrical work to be done which requires an Electrical Permit conforms to the
adopted Code of the City. Plans and specifications may not have to be submitted where
minor work is proposed and/or the contractor agrees to comply with all the provisions of
this Chapter.

8-3-4 Permits. Before an Electrical Permit is issued as required, the Inspector shall
charge the owner of the property or his contractor the required fee which shall be
established by resolution of the City Council and is set out in the Schedule of Building-
Related Permits and Other Requirements in Appendix D to this Code of Ordinances. No
electrical work will commence without the party performing the electrical work first
insuring that the required permit has been issued by the City. Failure to comply with this
provision shall result in the fee being doubled and subjects the violator to the issuance of a
municipal infraction, at the discretion of the Building Official.

Exception. Minor repair work and installations may not require issuance of an Electrical
Permit when, in the opinion of the Inspector and with the approval of the Building Official,
such work or installation does not require significant changes, alteration and/or repair.

8-3-5 Inspections. The Inspector must be notified when work is ready to be inspected
by the licensed electrician or homeowner (when wiring his/her own home) doing such
work. All inside work must be left uncovered and convenient for examination until
inspected and approved by the City. No request shall be made for an inspection until the
work is entirely ready for inspection or unless the Inspector makes arrangements to the
contrary. In case of violation of any of the provisions contained herein, the permit may be
revoked by the City and upon notice of revocation, all work under the permit shall cease.
The Inspector shall examine all work required to be inspected within eight (8) working
hours of notice that the work is ready for inspection. Any materials found to be defective,
improperly installed or not meeting the minimum requirements of the Code shall be
removed, replaced and/or altered to fully comply with all the provisions of this Chapter.
When all work is completed under the Electrical Permit and is found to be in compliance
with the Code, the Inspector shall give his or her approval.

A. Emergency Repair. Emergency repair may be performed by an electrical license
holder, but must be reported to the City Community Development Department
within eight (8) working hours of the repair.

B. Heating and Air_Conditioning Installations. Electrical installation of all heating, air
conditioning equipment and electric water heaters shall be performed by an

electrical license holder or the homeowner and comply with this Code.
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8-3-6 Turning Off Electric Current.

A. The Code Inspector shall have full power and authority to cut off or cause to have
cut off the electric current from any new installation, alteration or extension of

existing systems, existing installation found to be hazardous, or any equipment, in
or on any building, structure or premises which:

1. Does not comply with applicable city codes pertaining to electrical work for
which a permit has been issued, or
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2. In the opinion of the Inspector an unsafe or hazardous condition exists, or that
danger to persons or property is possible; or

3. The electrical current would interfere with or hinder the necessary work of the
fire or law enforcement officials.

B. Where the current is cut off or ordered cut off under the provisions of this Section,
such current shall not be turned on again without the authorization of the Code
Inspector. Any person engaged in furnishing electricity, shall cut off the current
from any consumer, building, structure, or premises when so ordered by the Code
Inspector for reasons indicated in this Section.

8-3-7 Connection _to Power Source. No electrical connection to the power source shall

be made, or any electric meter set until the same has been approved by the Code
Inspector or representative of the utility company.

12
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8-6-8 System; Base Lines. In designhating and assigning numbers to buildings, residences,
and stores, the system of commencing and continuing the numbering of each block or square
as the same appears recorded upon the plat of the City proper shall be by what is known as
the "Philadelphia Plan", which is one hundred (100) to each block, the hundred indicating the
block and the unit of ten (10), as the case may be, indicating the building. In numbering the
additions to the City, the same plan shall be followed as far as practicable. In numbering the
City proper, on streets running East and West the base line shall be lowa Avenue, and on
streets running North and South the base line shall be Front Street. In numbering South
Muscatine to the corporate limits of the City, the base line shall be the Chicago, Rock Island
and Pacific Railroad track. lowa Avenue shall be the dividing line of the City proper, and
including that portion of the City lying between Eighth Street and Fulliam Avenue, from which,
upon all streets running at right angles thereto, all buildings shall be numbered "East" and
"West" respectively, in the following manner: The parts of streets lying East of lowa Avenue
shall be known as "East Mississippi Drive", "East Second"”, and "East Third" streets, and so on,
and the parts of streets lying West of lowa Avenue shall be known as "West Mississippi
Drive", "West Second", and "West Third" streets and so on. The even numbers shall be placed
upon the South and West sides of the streets and the odd numbers on the opposite sides of
the streets.

8-6-9 Numbers Assigned. In the numbering of buildings, residences, or stores, each main
door or entrance to every building, residence, or store shall be assigned one number. On each
block, in whole or in part occupied by businesses, houses, stores, etc., or by residences not
detached but compacted together, the unimproved property shall be assigned numbers as
deemed appropriate by the Community Development Department.

8-6-10 Street Names. The name of a newly constructed street segment must comply with
all of the following criteria in order for it to be accepted as a public street:

A. A newly developed street segment will assume the name of the one which it aligns and
directly connects.

B. A newly developed street segment may only share a name with an existing street if it
aligns with the existing street and either connects with the existing street, or which
plans for making a connection to the existing street exist.

C. Once a street name in its current format is used, it may not be used in another
format: e.g. Oak Street or Oak Drive, 1t Street or 15t Avenue, etc.

D. Names that are the same, or are pronounced the same (homonyms) or similarly, with
different spellings may only be used once: e.g. Smith Avenue or Smythe Avenue, Ellis
Street or Allice Street, Allen Drive or Alan Drive, etc.

E. Either the singular form or plural form of a word may be used for a street name, but
not both: e.g. Oak Drive or Oaks Street, Adam Street or Adams Street, etc.

F. When applying Section C, D and E, the names of all streets within service area of all
emergency responders serving Muscatine shall be considered.

G. A street name shall not use special characters such as hyphens, apostrophes, or
dashes.

H. Directional shall not be used as street names: e.g. East Street, North Lane, West
Avenue, etc.
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I. A street name should be easy to read so that children can use the name in an
emergency situation.

J. All streets shall be identified with an approved sign.

17
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H. An agreement that the applicant shall immediately report any damage done by the
moving operation to any street, sidewalk, alley, curb, highway, tree or other public

property and that the applicant will upon demand pay the cost of repair occasioned by
said damage to the City.

8-8-4 Bond Required. The applicant for a house mover
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in any court.
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8-8-11 Permit Revocation. Any permits granted under Section 8-8-2 of this Chapter may be
revoked at any time by the Council upon showing being made that the permit holder has
violated the provisions of this Chapter.
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C. One-story wood or metal frame accessory buildings associated with a Group R
Division 3 Occupancy and not used for human occupancy with a floor area not
to exceed two hundred (200) square feet may be constructed on a four inch
4
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